
Materials		  	 Aluminium

Connections    			      flow and return.

Test pressure			   9 Bar

Testing authority			   CE/UKCA Approved and certified to BS EN442

Maximum operating pressure	 6 Bar

Maximum working temperature	 90 ºC

Packaging			   Wrapped in polythene and boxed

1
2”

The Radiator Company
Units 13 - 14 Charlwoods Road
East Grinstead
West Sussex
RH19 2HU

All products must be inspected once removed from the packaging and The Radiator Company 
notified within 28 days of delivery of any scratches, blemishes or other damage. 
The Radiator Company will then replace the radiator. 

Imperfect radiators should therefore not be fitted and The Radiator Company will not accept 
responsibility for replacement of scratched or damaged radiators once they have been fitted. 
This includes any consequential loss or cost of fitting.

If The Radiator Company are not notified within 28 days of the date on the signed delivery 
note then it will be deemed that The Radiator Company have fully complied with its 
obligations and claims will not be considered.

Failure to comply with any of the above may invalidate any claims.

We recommend that after you check the product on delivery that it is stored in its  packaging 
to prevent damage prior to installation. The Radiator Company cannot accept responsibility 
for items damaged after delivery.

Terms & Conditions

Guarantees & Liabilities
As we are not the manufacturers of this product we will take all reasonable endeavours to make 
over to you the benefit of any warranty or guarantee given by the manufacturer, which is usually 
ten years on most of our range. (Copies of specific guarantees for any of our products are 
available on request).

The guarantees in all cases are subject to the products being installed in accordance with British 
and or European standards as well as these fitting instructions. The guarantees in all cases are 
restricted to the free of charge replacement or repair of the failed product only. Our liability will 
under no circumstances extend beyond the repair or replacement of the product supplied by us. 
Claims for either labour in replacement or damage to property are not admissible. Any goods 
that are returned, in the event of a problem, will belong to The Radiator Company.

Technical Specifications

Please read these instructions and terms and conditions carefully 
prior to installation. Failure to do so may invalidate the warranty
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PLEASE NOTE: To reduce the possibility of noise caused by rapid heating and cooling 
of aluminium radiators; adequate capacity for expansion must be provided within 
the overall heating system. Systems using micro bore pipework must have adequate 
pressure and flow rates for the number and style of radiators on the system.

If you have any questions please contact us: 01342 302250, theradiatorcompany.co.uk A brand of                , Italy’s leading manufacturer of design led radiators
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Drawing 1 - Fixing positions for brackets

The Radiator Company prides itself on selecting products from 
manufacturers who exercise tight quality control measures. We only 
select models with excellent standards of welding and brazing, as 
well as high quality finishes. All of our products are well packaged 
and should reach you in perfect condition. Just in case however, 

we offer a minimum 10-year no quibble 
guarantee for all radiators and towel rails. 

The Radiator Company must be notified of 
any shortages or damage within 28 days of 
delivery. For further information please see 
terms and conditions on back page.

Pipe Centres
Pipe centres left to right

Pipe centres from wall

Depth from wall

Commission7
Please Note: 
In accordance with Part L1 2006 of the Building Regulations and 
BS7593:1992 code of practice for the treatment of hot water 
and central heating systems, we strongly recommend flushing 
the heating system post installation of new radiators and then 
adding the correct quantity and type of inhibitor for use with 
your radiator and system to prevent corrosion. Damage caused 
to systems not protected by a suitable inhibitor will not be 
covered by manufacturer’s guarantee.

Width + Valves

50mm

80mm

Mark Brackets 3

You will need: 
•	 Tape measure
•	 Electric drill and bits
•	 Spirit level
•	 Spanner
•	 Hex keys 
•	 Radiator valves

You should have:
•	 1 Radiator
•	 4 Wall brackets
•	 1 Air vent
•	 1 Blanking Plug
•	 1 Diverter
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Please refer to diagrams opposite when following steps below:
Place the radiator in desired position leaning against the wall. 
Lightly mark the edge positions on both sides of the radiator. 
Move the radiator and measure 90mm (fig 4) in from each side. 
Using a spirit level lightly draw a vertical line through these marks.

For top bracket positions mark the desired height of the radiator 
on the vertical lines. 
Measure down from the mark 38.5mm this will give the position 
of the top bracket fixing point, 30mm below that is the point for 
the lower fixing point on the top bracket. 

Assemble bracket as per Fig 1

PLEASE NOTE: BOTTOM BRACKETS ARE SPACERS AND 
NOT LOAD BEARING.

Fix top brackets and hang radiator. 
Mark the position of the bottom of the radiator on the 
original vertical lines . 
Remove the radiator and mark 38.5mm above the mark for 
the lower bracket fixing and 30mm above that for the top 
bracket fixing. Assemble bracket as per fig 2. 
Drop in brackets, hang the radiator on the top brackets, feel 
under the radiator for the bottom brackets and push up so 
that lower brackets drop down over the lower collector thus 
forming spacer from wall.

Unscrew blanking plug 2 using a 
12mm hex key (Fig 5) on the flow 
side of the radiator. 
Insert rubber diverter with a 
screwdriver (Fig 6) replace the 
blanking plug.

ISTRUZIONI DI MONTAGGIO DIAFRAMMA

A (fig. 1) Svitare il tappo 2 con chiave esagonale da 12 mm
B (fig. 1) Utilizzando un giravite piatto inserire il diaframma 3

(art. A052) nel foro filettato e introdurlo nel collettore fino alla
linguetta di blocco come di seguito indicato
- (fig. 2) posizione diaframma con ingresso acqua a sinistra
del radiatore o con tubazioni dal pavimento
- (fig. 3) posizione diaframma con ingresso acqua a destra
del radiatore con tubazioni dal pavimento

C Avvitare nuovamente il tappo 2 fino a completa chiusura
(20 Nm)

D Collegamento delle valvole con tubazioni dal pavimento:
rimuovere i tappi 1 e 2 (fig. 1), inserire il diaframma come
indicato al punto B per garantire la corretta circolazione del
fluido, sostituire i tappi 1 e 2 con riduzioni 3/4”-1/2” sede coni-
ca (art. A350) oppure riduzioni sede piana (art. A351)

E (fig. 4, 5) Collegare le valvole con interasse 50 mm
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IMPORTANTE

Qualora i radiatori Sebino con interasse
maggiore di 800 mm vengano collegati
idraulicamente con gli attacchi in basso
sui lati opposti e per tutti i radiatori instal-
lati con tubazioni dal pavimento, è neces-
sario inserire il diaframma (art. A052) fra il
primo e il secondo elemento.

ATTENTION

When Sebino radiators with pipe centres
greater than 800 mm are hydraulically
connected to the bottom connections on
opposite sides and for all radiators instal-
led with pipes from the floor, it is neces-
sary to insert the diverter (art. A052) bet-
ween the first and second section.

HOW TO INSTALL THE DIVERTER

A (fig. 1) Unscrew the plug 2 using a 12 mm hex wrench
B (fig. 1) Insert the diverter 3 (Art. A052) into the threaded hole

using a flat screwdriver and screw it into the manifold up to
the locking tab as shown below
- (fig. 2) Diverter position with water inlet to the left of the
radiator or with pipes from the floor
- (fig. 3) Diverter position with water inlet to the right of the
radiator with pipes from the floor

C Replace plug 2 and screw it into place (20 Nm)
D Connection of valves with piping from the floor: remove plugs

1 and 2 (Fig. 1), insert the diverter as shown in point B to
ensure correct circulation of the fluid, replace plugs 1 and 2
with 3/4"-1/2" conical seat reductions (art. A350) or flat seat 
reductions (art. A351)

E (fig. 4, 5) Connect the valves with 50 mm pipe centres 

Do not unscrew
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Valve connections 6

Connections directly to Base of Radiator (6B)
Pipe centres to connect directly to the base 
of the radiator would be width of radiator 
less 50mm (25mm each side).

Remove blanking plug 1 (fig 5) with 12mm 
hex key. Use the removed blanking plugs to 
blank the side connections. Screw valve tails 
directly into radiator and connect.

ISTRUZIONI DI MONTAGGIO DIAFRAMMA
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(art. A052) nel foro filettato e introdurlo nel collettore fino alla
linguetta di blocco come di seguito indicato
- (fig. 2) posizione diaframma con ingresso acqua a sinistra
del radiatore o con tubazioni dal pavimento
- (fig. 3) posizione diaframma con ingresso acqua a destra
del radiatore con tubazioni dal pavimento

C Avvitare nuovamente il tappo 2 fino a completa chiusura
(20 Nm)

D Collegamento delle valvole con tubazioni dal pavimento:
rimuovere i tappi 1 e 2 (fig. 1), inserire il diaframma come
indicato al punto B per garantire la corretta circolazione del
fluido, sostituire i tappi 1 e 2 con riduzioni 3/4”-1/2” sede coni-
ca (art. A350) oppure riduzioni sede piana (art. A351)

E (fig. 4, 5) Collegare le valvole con interasse 50 mm
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IMPORTANTE

Qualora i radiatori Sebino con interasse
maggiore di 800 mm vengano collegati
idraulicamente con gli attacchi in basso
sui lati opposti e per tutti i radiatori instal-
lati con tubazioni dal pavimento, è neces-
sario inserire il diaframma (art. A052) fra il
primo e il secondo elemento.

ATTENTION

When Sebino radiators with pipe centres
greater than 800 mm are hydraulically
connected to the bottom connections on
opposite sides and for all radiators instal-
led with pipes from the floor, it is neces-
sary to insert the diverter (art. A052) bet-
ween the first and second section.

HOW TO INSTALL THE DIVERTER

A (fig. 1) Unscrew the plug 2 using a 12 mm hex wrench
B (fig. 1) Insert the diverter 3 (Art. A052) into the threaded hole

using a flat screwdriver and screw it into the manifold up to
the locking tab as shown below
- (fig. 2) Diverter position with water inlet to the left of the
radiator or with pipes from the floor
- (fig. 3) Diverter position with water inlet to the right of the
radiator with pipes from the floor

C Replace plug 2 and screw it into place (20 Nm)
D Connection of valves with piping from the floor: remove plugs

1 and 2 (Fig. 1), insert the diverter as shown in point B to
ensure correct circulation of the fluid, replace plugs 1 and 2
with 3/4"-1/2" conical seat reductions (art. A350) or flat seat 
reductions (art. A351)

E (fig. 4, 5) Connect the valves with 50 mm pipe centres 

Do not unscrew
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You can have your valves connected in two 
ways; bottom opposite ends (fig 6A) or to 
the base of the radiator (fig 6B).
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